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SECTION SF 30 BLOCK 14 CONTINUATION PAGE
SUMMARY OF CHANGES
The SOLICITATION is amended as follows:

NOTE: Deleted text is shown with strikethrough. Added text is shown with underline.

1. SPECIFICATIONS:

a. Section 01010, Para. 2.8.1 — has been changed as follows:

a. The source of power for this Contract is a new prime rated diesel-generator
power plant connected to the site power distribution system.

b. The Contractor shall be responsible to provide daily fuel to the sanitary sewer
septic tank generator from the time the Contractor mobilizes on site until such
time that permanent power from the site distribution system is provided to the
septic tank pump system and the pump system is fully functional under the
permanent electrical service.

b. Section 01015, Para. 2.16 has been changed to read as follows:

2.16 PACKAGE WASTEWATER TREATMENT PLANT (WWTP)

Package Wastewater Treatment Plants (WWTP) shall be designed in accordance
with AED Design Requirements - Package Wastewater Treatment Plants and
Lagoons, latest version. The plants shall meet standards of industry care in its
design and construction. The standard of industry care shall be defined as
package WWTP systems of same or similar design and construction that meet
all aspects of the Contract specifications Section 44 41 13 Package Wastewater
Treatment Plants such as the systems listed below:

e Pollution Control Systems Package Wastewater treatment system as
shown at www.PollutionControlSystem.com
e Aeromix Package Treatment Systems as shown at www.aeromix.com

For the mat foundation design, reference the specifications and Section 3.0
Structural for minimum loads and foundation criteria.

C. Section 01335, Para. 1.3.1.2 WASTE WATER TREATMENT PLANT
DESIGN, paragraph number 3. has been changed as follows:

3. The general dimensions shall be shown for each module shall be specified based
on the design capacity requirements of each module; the WWTP shall be shown
on a site plan drawing that contains all of the plan requirements identified in
Contract section 01015, 2.16.3 Plan Requirements. This plan shall be submitted
concurrently with the other elements of 1.3.1.2 Waste Water Treatment Plant
Design described herein.

4, Section 01060, Para. 3.8, 3.8.1 — 3.8.3 are deleted in their entirety.


http://www.pollutioncontrolsystem.com/
http://www.aeromix.com/
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Section 01525 SAFETY AND OCCUPATIONAL HEALTH
REQUIREMENTS and

Section 01525a Accident Prevention Plan Minimum Basic Outline are deleted in their
entirety and replaced by sections of the same number. A copy of the replaced sections
accompanies this amendment.

Section 44 41 13 PACKAGE WASTEWATER TREATMENT PLANTS has been
changed with the following narrative change.

1)

2)

1.2 SUBMITTALS, the following has been added to paragraph

Site Plan; G, DO

Drawings shall include the system layout required to demonstrate a fully
functional operating system between common junction points defined as
including the influent lift station to the effluent outfall location in the receiving
channel. All of the elements described in Section 01015, 2.16.3 Plan
Requirements shall be included on the WWTP site plan drawing.

1.3 QUALIFICATIONS has been changed as follows:

The manufacturer and contractor shall be gualified by the following

requirements:

a. The manufacturer and contractor shall have a minimum of 3 operational
package WWTP installations within Afghanistan; one of which shall have been
completed in the last four years; this list shall be submitted with the waste water
treatment plant design identified in Section 01335, 1.3.1.2;

b. The manufacturer and contractor shall be capable of demonstrating by virtue
of this list of completed projects in Afghanistan it can provide a system of
logistical support in terms of inventories of parts and equipment in-country that
provides quality, reliable products, as well as a supply system for items not

normally stocked:;

c. The manufacturer and contractor shall be capable of demonstrating by virtue
of this list of completed projects in Afghanistan that it can employ local
nationals for both manufacturing and operation, as well as training of local
nationals that live in the vicinity of the plant installations for long term operation
that will contribute to project sustainability.

Section 26 32 13.00 20, Replace advertised section in its entirety with the
attached section.
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8. Section 26 23 00.00 40 SWITCHBOARDS AND SWITCHGEAR Para. 2.2.,1
Ratings: has been changed as follows:

The voltage rating of the switchboard shall be as indicated. The continuous current
rating of the main bus shall be as indicated. The short-circuit current rating shall be
as indicated , 22,000 amperes symmetrical minimum, or 42, 000 amperes
symmetrical minimum if the first unit downstream of a 1500 or 2000 KVA
transformer,. The switchboard shall be UL listed and labeled for its intended use as
service entrance equipment.

2. DRAWINGS: Revised Drawings
The following revised drawings accompany this amendment:

E-602
E-603
E-604

ES101
TS102

COM E-601
COM E-701

PWR E-602
PWR E-605
PWR E-606
PWR E-607
PWR E-608
PWR E-613
PWR E-701

(End of Summary of Changes)



